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ST. JAMES CIVIC CENTRE

ELECTRICAL SCHEDULES

1176-2019

NOTES: EXISTING PANEL

EST. DEMAND CURRENT: 2 A
CONNECTED CURRENT: 2 A

ESTIMATED DEMAND: 653 VA
CONNECTED LOAD: 653 VA

LITES 653 VA 100.00% 653 VA
LOAD CLASSIFICATION CONNECTED DEMAND ESTIMATED PANEL TOTALS

TOTAL AMPS: 0 A 5 A 0 A
TOTAL LOAD: 0 kVA 1 kVA 0 kVA

A-41 A-42
A-39 A-40
A-37 A-38
A-35 A-36
A-33 A-34
A-31 A-32
A-29 A-30
A-27 A-28
A-25 A-26
A-23 A-24
A-21 A-22
A-19 A-20
A-17 A-18
A-15 A-16
A-13 A-14
A-11 A-12
A-9 A-10
A-7 A-8
A-5 0.0 A-6
A-3 0.7 A-4PANEL-Z 60 A 3
A-1 0.0 A-2

LOAD DESCRIPTION BKR P CKT A B C CKT P BKR LOAD DESCRIPTION

BUS AMPS: 200 AMPS
MAIN DEVICE: 200 A MLO SPECIAL:

MOUNTING: SURFACE NEMA1 A.I.C. RATING: XXXX AMPS SYMMETRICAL
LOCATION: VOLTAGE: 120/208 V. 3 ø 4 W.

PANELBOARD: A

Notes:

EST. DEMAND... 20 A
CONNECTED... 20 A

ESTIMATED DEMAND: 7081 VA
PKG-RCPT 6240 VA 100.00% 6240 VA CONNECTED LOAD: 7081 VA
LITES 922 VA 100.00% 922 VA
LOAD CLASSIFICATION CONNECTED DEMAND ESTIMATED PANEL TOTALS

TOTAL AMPS: 22 A 12 A 27 A
TOTAL LOAD: 2503 VA 1469 VA 3120 VA

AE-21 AE-42
AE-20 AE-41
AE-19 AE-40
AE-18 AE-39
AE-17 AE-38
AE-16 AE-37
AE-15 AE-36
AE-14 AE-35
AE-13 AE-34
AE-12 104... AE-33
AE-11 104... AE-32 2 15 A PARKING RCPT

AE-10 104... AE-31
AE-9 104... AE-30 2 15 A PARKING RCPT

AE-8 AE-29
AE-7 104... AE-28
AE-6 104... AE-27 2 15 A PARKING RCPT

AE-5 AE-26
AE-4 AE-25
AE-3 AE-24

NORTH STAIR LITES 15 A 1 AE-2 461... AE-23
SOUTH STAIR LITES 15 A 1 AE-1 461... AE-22

LOAD DESCRIPTION BKR P
Circuit Number

A B C
Circuit Number

P BKR LOAD DESCRIPTION

Notes: EXISTING PANEL

BUS AMPS: 100 AMPS
MAIN DEVICE 100 A MLO SPECIAL:

MOUNTING: SURFACE NEMA1 A.I.C. RATING: 10k AMPS SYMMETRICAL
LOCATION: Space 187 VOLTAGE: 120/208V. 3 ø 4W.

PANELBOARD: AE

Notes:

EST. DEMAND... 3 A
CONNECTED... 3 A

ESTIMATED DEMAND: 1015 VA
CONNECTED LOAD: 1015 VA

LITES 1015 VA 100.00% 1015 VA
LOAD CLASSIFICATION CONNECTED DEMAND ESTIMATED PANEL TOTALS

TOTAL AMPS: 4 A 4 A 1 A
TOTAL LOAD: 461 VA 461 VA 97 VA

AW-21 AW-42
AW-20 AW-41
AW-19 AW-40
AW-18 AW-39
AW-17 AW-38
AW-16 AW-37
AW-15 AW-36
AW-14 AW-35
AW-13 AW-34
AW-12 AW-33
AW-11 AW-32
AW-10 AW-31
AW-9 AW-30
AW-8 AW-29
AW-7 AW-28
AW-6 AW-27
AW-5 AW-26
AW-4 AW-25

BU6 15 A 1 AW-3 97... AW-24
NORTH STAIR LITES 15 A 1 AW-2 461... AW-23
SOUTH STAIR LITES 15 A 1 AW-1 461... AW-22

LOAD DESCRIPTION BKR P
Circuit Number

A B C
Circuit Number

P BKR LOAD DESCRIPTION

Notes: EXISTING PANEL

BUS AMPS: 100 AMPS
MAIN DEVICE 100 A MLO SPECIAL:

MOUNTING: SURFACE NEMA1 A.I.C. RATING: XXX AMPS SYMMETRICAL
LOCATION: Space 193 VOLTAGE: 120/208V. 3 ø 4W.

PANELBOARD: AW

NOTES: EXISTING PANEL

HEAT 1560 VA 100.00% 1560 VA EST. DEMAND CURRENT: 40 A
SPEC 5400 VA 100.00% 5400 VA CONNECTED CURRENT: 40 A
LITES 1331 VA 100.00% 1331 VA ESTIMATED DEMAND: 14372 VA
RCPT 6240 VA 100.00% 6240 VA CONNECTED LOAD: 14372 VA
Power 0 VA 0.00% 0 VA
LOAD CLASSIFICATION CONNECTED DEMAND ESTIMATED PANEL TOTALS

TOTAL AMPS: 62 A 36 A 26 A
TOTAL LOAD: 7 kVA 4 kVA 3 kVA

EA-29 EA-30
EA-27 EA-28
EA-25 EA-26
EA-23 EA-24
EA-21 EA-22
EA-19 EA-20
EA-17 EA-18
EA-15 EA-16
EA-13 EA-14
EA-11 EA-12
EA-9 EA-10

SPEC POOL AREA 120 15 A 1 EA-7 0.0 EA-8
BU7 15 A 1 EA-5 0.2 2.9 EA-6
BU2 15 A 1 EA-3 0.1 4.1 EA-4
LITES 15 A 1 EA-1 0.1 7.2 EA-2

3 100 A PANEL G

LOAD DESCRIPTION BKR P CKT A B C CKT P BKR LOAD DESCRIPTION

BUS AMPS: 90 AMPS
MAIN DEVICE: 90 A MLO SPECIAL:

MOUNTING: RECESSED NEMA1 A.I.C. RATING: 10,000 AMPS SYMMETRICAL
LOCATION: LIFEGUARD / FIRST AID 123 VOLTAGE: 120/208 V. 3 ø 4 W.

PANELBOARD: EA

NOTES: EXISTING PANEL

EST. DEMAND CURRENT: 8 A
CONNECTED CURRENT: 8 A

ESTIMATED DEMAND: 3017 VA
CONNECTED LOAD: 3017 VA

LITES 3017 VA 100.00% 3017 VA
LOAD CLASSIFICATION CONNECTED DEMAND ESTIMATED PANEL TOTALS

TOTAL AMPS: 10 A 9 A 7 A
TOTAL LOAD: 1 kVA 1 kVA 1 kVA

EB-29 EB-30
EB-27 EB-28
EB-25 EB-26
EB-23 EB-24
EB-21 EB-22
EB-19 EB-20
EB-17 EB-18
EB-15 EB-16
EB-13 EB-14
EB-11 EB-12
EB-9 EB-10
EB-7 EB-8

LITES LOUNGE 104 15 A 1 EB-5 0.7 0.1 EB-6 1 15 A BU4
LITES CANTEEN 81 15 A 1 EB-3 0.2 0.8 EB-4 1 15 A LITES LADIES LOCKER...
LITES 15 A 1 EB-1 1.2 EB-2

LOAD DESCRIPTION BKR P CKT A B C CKT P BKR LOAD DESCRIPTION

BUS AMPS: 90 AMPS
MAIN DEVICE: 90 A MLO SPECIAL:

MOUNTING: RECESSED NEMA1 A.I.C. RATING: 10,000 AMPS SYMMETRICAL
LOCATION: LIFEGUARD / FIRST AID 123 VOLTAGE: 120/208 V. 3 ø 4 W.

PANELBOARD: EB

NOTES: EXISTING PANEL

HEAT 1560 VA 100.00% 1560 VA EST. DEMAND CURRENT: 40 A
SPEC 5400 VA 100.00% 5400 VA CONNECTED CURRENT: 40 A
LITES 1192 VA 100.00% 1192 VA ESTIMATED DEMAND: 14242 VA
RCPT 6240 VA 100.00% 6240 VA CONNECTED LOAD: 14242 VA
Power 0 VA 0.00% 0 VA
LOAD CLASSIFICATION CONNECTED DEMAND ESTIMATED PANEL TOTALS

TOTAL AMPS: 62 A 36 A 25 A
TOTAL LOAD: 7 kVA 4 kVA 3 kVA

G-41 G-42
G-39 G-40
G-37 G-38
G-35 G-36
G-33 G-34
G-31 G-32
G-29 G-30
G-27 G-28
G-25 G-26
G-23 G-24

FANCOIL UNIT 4 15 A 1 G-21 0.8 1.2 G-22 1 400 A RCPT UTR 104
RCPT RECEPTION 103 15 A 1 G-19 1.2 1.8 G-20 1 15 A HAND DRYER UTR
RCPT RECEPTION 103 15 A 1 G-17 0.7 0.4 G-18 1 15 A RCPT LIFEGUARD 103A
ADO 15 A 1 G-15 0.0 0.0 G-16 1 15 A Power
AUTOMATIC FLUSH VALVE 15 A 1 G-13 0.0 0.0 G-14 1 15 A AUTOMATIC FLUSH VALVE
BOTTLE FILLER 15 A 1 G-11 0.0 0.0 G-12 1 15 A AUTOMATIC FLUSH VALVE
RCPT CLASSROOM 107 15 A 1 G-9 0.5 0.0 G-10 1 15 A Other UTR 97
HAND DRYER LADIES... 15 A 1 G-7 1.8 0.8 G-8 1 15 A FAN COIL UNIT 3
HAND DRYER LADIES... 15 A 1 G-5 1.8 0.1 G-6 1 15 A BU3
LITES CLASSROOM 107 15 A 1 G-3 1.1 0.6 G-4 1 15 A RCPT RECEPTION 105
RCPT 15 A 1 G-1 0.8 0.8 G-2 1 15 A RCPT LADIES WASHROO...

LOAD DESCRIPTION BKR P CKT A B C CKT P BKR LOAD DESCRIPTION

BUS AMPS: 100 AMPS
MAIN DEVICE: 100 A MLO SPECIAL:

MOUNTING: RECESSED NEMA1 A.I.C. RATING: 10,000 AMPS SYMMETRICAL
LOCATION: OFFICE 105 VOLTAGE: 120/208 V. 3 ø 4 W.

PANELBOARD: G Certificate of Authorization
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