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AUTOMATION
SCUM DEWATERING BUILDING - MAIN LEVEL

INSTRUMENT LOCATION PLAN
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NOTES:

1. SEE DRAWING 1-0101-ELYT-P002 FOR ELECTRICAL ROOM LAYOUT.

2. PROVIDE CCTV CAMERA  BOSCH EXTEGRA IP 9000 WITH ALUMINUM HOUSING WITH
ALL ADDITIONAL ACCESSORIES, MOUNTING KITS, LENSES, CABLING, AND POWER
SUPPLY. REFER TO LOCATION SHOWN IN THIS DRAWING FOR XE-P34133 AND XE-
P34233. PROVIDE CAT 6 CABLE AND RUN IN CONDUIT TO THE NETWORK PANEL IN
ELECTRICAL ROOM TO TERMINATE TO SECURITY NETWORK.

3. CITY WILL PROVIDE SECURITY NETWORK SWITCH TO TERMINATE THE CCTV
CAMERAS, THE CONTRACTOR TO COORDINATE WITH THE CITY AND CONTRACT
ADMINISTRATOR FOR TERMINATION PORT NUMBERS WITHIN NETWORK PANEL TO
COMPLETE COMMISSIONING OF THE CCTV's

N SCALE:  1 : 50
MAIN LEVEL - INSTRUMENT LOCATION PLAN
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