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REFERENCE DRAWING

NO. DRAWING TITLE DRAWING NUMBER

1 SCUM DEWATERING BUILDING - MCC ELEVATION
MCC-P7033 & MCC-P7034 1-0101-ECBD-P701

NOTES:
1. ALL CONDUCTORS SHALL BE CU TYPE.
2. COMPLETE ALL REQUIRED TESTING AS PER SPECIFICATION PRIOR TO ENERGIZING

ANY LOAD.
3. COMPLETE ALL COMMUNICATION TESTS, PLC CONTROL LOGIC PRIOR TO SWITCHING

THE LOAD TO REMOTE.
4. ALL BREAKERS AND STARTER SHOULD HAVE INTERRUPTION RATING FOR 50kAIC.
5. FIELD DISCONNECT SWITCHES FOR VFD TO HAVE AUXILIARY CONTACT TO SHOULD

DOWN THE VFD UPON DISCONNECT SWITCH ACTIVATION.
6. BREAKER SHALL INCLUDE AN AUXILIARY CONTACT FOR REMOTE MONITORING.

Cal/cm^2 PRELIMINARY ARC FLASH INCIDENT ENERGY VALUES

DISCLAIMER NOTES:
1. ARC FLASH VALUES ARE PRELIMINARY AND WILL BE FINALIZED AT A LATER

DATE.
2. IMPEDANCE %Z FOR TRANSFORMER ARE ESTIMATED AND WILL BE

CORRECTED WITH ACTUAL VALUES SUBMITTED BY THE CONTRATOR FROM
SHOP DRAWING SUBMITTALS.
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