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AutoCAD SHX Text
5/8” GYPSUM WALLBOARD, TYPE X, PNT     GYPSUM WALLBOARD, TYPE X, PNT    3-5/8” STEEL STUDS @ 16” O.C. MAX  STEEL STUDS @ 16” O.C. MAX  O.C. MAX   W/ MINERAL WOOL INSULATION INFILL 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT *UP TO 1-HR FRR WHERE INDICATED,   BASED ON cUL U425 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT 3-5/8” STEEL STUDS @ 16” O.C. MAX  STEEL STUDS @ 16” O.C. MAX  O.C. MAX 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT *UP TO 1-HR FRR WHERE INDICATED,   BASED ON cUL U425 2-LAYERS 5/8” GYPSUM WALLBOARD,   GYPSUM WALLBOARD,    TYPE X, PNT 3-5/8” STEEL STUDS @ 16” O.C. MAX  STEEL STUDS @ 16” O.C. MAX  O.C. MAX   W/ MINERAL WOOL INSULATION INFILL 2-LAYERS 5/8” GYPSUM WALLBOARD,   GYPSUM WALLBOARD,    TYPE X, PNT *UP TO 2-HR FRR WHERE INDICATED,   BASED ON cUL U425 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT 3-5/8” STEEL STUDS @ 16” O.C. MAX  STEEL STUDS @ 16” O.C. MAX  O.C. MAX 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT 6” STEEL STUDS @ 16” O.C. MAX  STEEL STUDS @ 16” O.C. MAX  O.C. MAX   W/ MINERAL WOOL INSULATION INFILL 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT *UP TO 1-HR FRR WHERE INDICATED,   BASED ON cUL U425 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT 6” STEEL STUDS @ 16” O.C. MAX  STEEL STUDS @ 16” O.C. MAX  O.C. MAX 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT *UP TO 1-HR FRR WHERE INDICATED,   BASED ON cUL U425 5/8” GYPSUM WALLBOARD, TYPE X, PNT  GYPSUM WALLBOARD, TYPE X, PNT 6” STEEL STUDS @ 16” O.C. MAX STEEL STUDS @ 16” O.C. MAX O.C. MAX
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CONSTRUCTION TYPES - GENERAL NOTES 1. ALL GYPSUM WALLBOARD (GWB) SHALL BE 5/8” THICK TYPE X, UNLESS   THICK TYPE X, UNLESS  NOTED OTHERWISE. 2. ALL INTERIOR STEEL STUD PARTITIONS SHALL HAVE A 1/2” LAYER OF   LAYER OF  DIATOMACEOUS EARTH INSTALLED IN THE BOTTOM TRACK & SILL GASKET  INSTALLED BTWN BOTTOM TRACK & FLOOR, TYPICAL. 3. ALL INTERIOR PARTITIONS SHALL EXTEND FROM FINISH FLOOR TO U/S OF  FLOOR DECK OR ROOF DECK ABOVE UNLESS NOTED OTHERWISE; REFER TO RENOVATION PLANS & INTERIOR ELEVATIONS. 4. MINERAL WOOL INSULATION INFILL SHALL BE FULL DEPTH OF STUDS,   TYPICAL. 5. PROVIDE SOLID BLOCKING IN WALLS WHERE REQUIRED FOR WALL  MOUNTED FIXTURES & ACCESSORIES; REFER TO INTERIOR ELEVATIONS & SPECS, COORD W/ MECHANICAL & ELECTRICAL. 6. REFER TO REFLECTED CEILING PLANS FOR LOCATION & FIRE-RATING OF      FIRE SEPARATIONS.

AutoCAD SHX Text
ALL RENOVATIONS SHALL BE DESIGNED & CONSTRUCTED IN CONFORMANCE WITH THE REQUIREMENTS OF THE 2024 MANITOBA BUILDING CODE (9TH EDITION). PROJECT DESCRIPTION REDEVELOPMENT OF THE EXISTING BUILDING AT 380 WILLIAM AVENUE FOR USE AS THE CITY OF WINNIPEG'S PERMANENT ARCHIVE FACILITY.  RENOVATIONS INCLUDE UPGRADES TO EXISTING MECHANICAL & ELECTRICAL SYSTEMS; CODE UPGRADES TO IMPROVE EXITING, FIRE SEPARATIONS & LIFE SAFETY; CONVERSION OF EXISTING MAIN & SECOND FLOOR MEZZANINE SPACES INTO A MULTI-LEVEL CLIMATE-CONTROLLED ARCHIVAL VAULT; DEVELOPMENT OF A SHIPPING & RECEIVING AREA WITH LOADING DOCK & SCISSOR LIFT; PUBLIC & ADMINISTRATIVE OFFICES & SUPPORT SPACES; AND THE ADDITION OF SPRINKLERING THROUGHOUT ALL FLOOR LEVELS. BUILDING SUMMARY MAJOR OCCUPANCY : GROUP A, DIVISION2 - ASSEMBLY  GROUP A, DIVISION2 - ASSEMBLY  BUILDING AREA :  1058 SQM (11,390 SQFT) 1058 SQM (11,390 SQFT) BUILDING HEIGHT : 4 STOREYS + BASEMENT, FACING 3 STREETS 4 STOREYS + BASEMENT, FACING 3 STREETS CONSTRUCTION :  COMBUSTIBLE & NONCOMBUSTIBLE,    COMBUSTIBLE & NONCOMBUSTIBLE,    SPRINKLERED THROUGHOUT 1.3.5 - LIMITED APPLICATION TO EXISTING BUILDINGS 1.3.5.1 THE CODE APPLIES TO THE PART OF AN EXISTING BUILDING  THE CODE APPLIES TO THE PART OF AN EXISTING BUILDING  THAT IS ALTERED OR REPAIRED. IF, IN THE OPINION OF THE AUTHORITY HAVING JURISDICTION, THE ALTERATION WILL AFFECT THE DEGREE OF SAFETY OF A PART OF THE EXISTING BUILDING NOT ALTERED OR REPAIRED, THOSE PARTS OF THE EXISTING  BUILDING SHALL BE IMPROVED AS REQUIRED BY THE   AUTHORITY HAVING JURISDICTION. IF A BUILDING IS ALTERED OR REPAIRED, THE LEVEL OF LIFE SAFETY AND BUILDING PERFORMANCE SHALL NOT BE   DECREASED. 3.1 - GENERAL - OCCUPANT LOAD THE OCCUPANT LOAD SHALL BE 12 FULL TIME ARCHIVAL STAFF AND UP TO 12 VISITING PUBLIC USING THE GROUND FLOOR RESEARCH ROOM SPACES DURING WORKING HOURS. LONG TERM PROJECTIONS PREDICT AN INCREASE IN OCCUPANT LOAD OF UP TO 24 FULL TIME ARCHIVAL STAFF. THE MULTIPURPOSE ROOM ON THE GROUND FLOOR LEVEL HAS BEEN DESIGNED TO ACCOMMODATE UP TO A MAXIMUM OF 100 PEOPLE FOR LECTURES, PRESENTATIONS & SPECIAL EVENTS. THE TOTAL DESIGN OCCUPANT LOAD OF THE FACILITY INCLUDING STAFF, VISITORS & MPR EVENT PUBLIC WOULD BE 136 PEOPLE MAXIMUM. TABLE 3.1.17.1 OCCUPANT LOAD BASED ON FLOOR AREA: BASEMENT ARCHIVAL STORAGE, 386 SQM @ 46 SQM/PERSON = 9 SHIPPING/RECEIVING, 195 SQM @ 46 SQM/PERSON = 5 MAIN FLOOR RESEARCH ROOM, 155 SQM @ 9.3 SQM/PERSON = 17MULTIPURPOSE ROOM, 100 SQM @ 0.95 SQM/PERSON = 105 MAIN FLOOR VAULT, 177 SQM @ 46 SQM/PERSON = 4 MAIN FLOOR MEZZANINE,177 SQM @ 46 SQM/PERSON = 4 SECOND FLOOR OFFICES & WORK SPACE, 368 SQM @ 9.3 SQM/PERSON = 40 CONSERVATION LABS , 47 SQM @ 9.3 SQM/PERSON = 5 , 47 SQM @ 9.3 SQM/PERSON = 5 SECOND FLOOR VAULT, 177 SQM @ 46 SQM/PERSON = 4 SECOND FLOOR MEZZANINE, 177 SQM @ 46 SQM/PERSON = 4 3.2 - BUILDING FIRE SAFETY 3.2.1.1 THE AREA OF EACH EXISTING MEZZANINE EXCEEDS 10% OF  THE AREA OF EACH EXISTING MEZZANINE EXCEEDS 10% OF  THE FLOOR AREA AND THEREFORE MUST BE CONSIDERED A  STOREY IN CALCULATING BUILDING HEIGHT. 3.2.1.4 A FLOOR ASSEMBLY IMMEDIATELY ABOVE A BASEMENT SHALL BE  A FLOOR ASSEMBLY IMMEDIATELY ABOVE A BASEMENT SHALL BE  CONSTRUCTED AS A FIRE SEPARATION WITH A FIRE-RESISTANCE  AS A FIRE SEPARATION WITH A FIRE-RESISTANCE AS A FIRE SEPARATION WITH A FIRE-RESISTANCE  A FIRE SEPARATION WITH A FIRE-RESISTANCE A FIRE SEPARATION WITH A FIRE-RESISTANCE  FIRE SEPARATION WITH A FIRE-RESISTANCE FIRE SEPARATION WITH A FIRE-RESISTANCE  SEPARATION WITH A FIRE-RESISTANCE SEPARATION WITH A FIRE-RESISTANCE  WITH A FIRE-RESISTANCE WITH A FIRE-RESISTANCE  A FIRE-RESISTANCE A FIRE-RESISTANCE  FIRE-RESISTANCE FIRE-RESISTANCE RATING CONFORMING TO REQUIREMENTS OF SECTION 3.2.2 FOR  CONFORMING TO REQUIREMENTS OF SECTION 3.2.2 FOR CONFORMING TO REQUIREMENTS OF SECTION 3.2.2 FOR  TO REQUIREMENTS OF SECTION 3.2.2 FOR TO REQUIREMENTS OF SECTION 3.2.2 FOR  REQUIREMENTS OF SECTION 3.2.2 FOR REQUIREMENTS OF SECTION 3.2.2 FOR  OF SECTION 3.2.2 FOR OF SECTION 3.2.2 FOR  SECTION 3.2.2 FOR SECTION 3.2.2 FOR  3.2.2 FOR 3.2.2 FOR  FOR FOR A FLOOR ASSEMBLY BUT NOT LESS THAN 45-MINUTES. ALL LOADBEARING WALLS, COLUMNS & ARCHES SUPPORTING A FLOOR ASSEMBLY IMMEDIATELY ABOVE A BASEMENT SHALL HAVE A FIRE-RESISTANCE RATING NOT LESS THAN THAT REQUIRED  FOR THE FLOOR ASSEMBLY. 3.2.1.6 THE FLOOR ASSEMBLY OF A MEZZANINE REQUIRED TO BE  THE FLOOR ASSEMBLY OF A MEZZANINE REQUIRED TO BE  CONSIDERED A STOREY SHALL BE CONSTRUCTED IN   CONFORMANCE WITH THE FIRE SEPARATION REQUIREMENTS OF  WITH THE FIRE SEPARATION REQUIREMENTS OF WITH THE FIRE SEPARATION REQUIREMENTS OF  THE FIRE SEPARATION REQUIREMENTS OF THE FIRE SEPARATION REQUIREMENTS OF  FIRE SEPARATION REQUIREMENTS OF FIRE SEPARATION REQUIREMENTS OF  SEPARATION REQUIREMENTS OF SEPARATION REQUIREMENTS OF  REQUIREMENTS OF REQUIREMENTS OF  OF OF ARTICLE 3.2.2. 3.2.2.24 GROUP A, DIVISION 2, UP TO 6 STOREYS, ANY AREA,  GROUP A, DIVISION 2, UP TO 6 STOREYS, ANY AREA,  SPRINKLERED NOT LIMITED IN FLOOR AREA, SPRINKLERED THROUGHOUT, NOT MORE THAN 6 STOREYS IN BUILDING HEIGHT. NONCOMBUSTIBLE(1) CONSTRUCTION. FLOOR ASSEMBLIES SHALL BE FIRE SEPARATIONS WITH A    FIRE-RESISTANCE RATING NOT LESS THAN 1-HOUR. LOADBEARING WALLS, COLUMNS & ARCHES SHALL HAVE A    FIRE-RESISTANCE RATING NOT LESS THAN THAT REQUIRED   FOR THE SUPPORTED ASSEMBLY. (1) THE EXISTING BUILDING IS NOT FULLY COMPLIANT WITH THE THE EXISTING BUILDING IS NOT FULLY COMPLIANT WITH THE CURRENT BUILDING CODE: EXISTING MAIN & SECOND FLOOR ASSEMBLIES ARE BUILT WITH COMBUSTIBLE WOOD JOISTS & FLOOR DECK THAT BEAR ON NONCOMBUSTIBLE STEEL BEAMS AND BRICK MASONRY WALLS. SCOPE OF RENOVATIONS INCLUDE ADDITION OF STEEL BEAM REINFORCING OF MAIN & SECOND FLOOR ASSEMBLIES, REPLACEMENT OF WOOD DECK AT MEZZANINES WITH CONCRETE & STEEL DECK. AN ALTERNATIVE SOLUTION TO INCREASE THE MAIN & SECOND FLOOR ASSEMBLY FIRE-RATING FROM 1 TO 2-HR SHALL BE SUBMITTED. 3.2.3.1 LIMITING DISTANCE LIMITING DISTANCE THE SOUTH ELEVATION IS ONLY 3m FROM THE ADJACENT  BUILDING TO THE SOUTH AND THERE ARE A LARGE NUMBER     OF EXISTING WINDOW OPENINGS IN THE EXPOSING BUILDING  OF EXISTING WINDOW OPENINGS IN THE EXPOSING BUILDING     FACE. LIMITING DISTANCE WOULD BE 1.5m WHICH LIMITS THE FACE. LIMITING DISTANCE WOULD BE 1.5m WHICH LIMITS THE AMOUNT OF UNPROTECTED OPENINGS PERMITTED. 3.2.4.1 A FIRE ALARM SYSTEM SHALL BE INSTALLED IN A BUILDING IN        A FIRE ALARM SYSTEM SHALL BE INSTALLED IN A BUILDING IN        WHICH AN AUTOMATIC SPRINKLER SYSTEM IS INSTALLED. 3.2.5.4 A BUILDING MORE THAN 3 STOREYS IN BUILDING HEIGHT OR  A BUILDING MORE THAN 3 STOREYS IN BUILDING HEIGHT OR  MORE THAN 600 SQM IN BUILDING AREA SHALL BE PROVIDED WITH ACCESS ROUTES FOR FIRE DEPARTMENT VEHICLES TO THE BUILDING FACE HAVING THE PRINCIPAL ENTRANCE IN   CONFORMANCE WITH ARTICLES 3.2.5.5 AND 3.2.5.6. 3.3 - SAFETY WITHIN FLOOR AREAS 3.3.2.6 A CORRIDOR USED BY THE PUBLIC IN AN ASSEMBLY   A CORRIDOR USED BY THE PUBLIC IN AN ASSEMBLY   OCCUPANCY AS AN ACCESS TO EXIT SHALL BE SEPARATED  FROM THE REMAINDER OF THE FLOOR AREA BY A FIRE   SEPARATION HAVING A FIRE-RESISTANCE RATING NOT LESS  THAN 1-HOUR. THE FIRE-RESISTANCE RATING IS PERMITTED TO BE WAIVED IF THE FLOOR AREA IS SPRINKLERED THROUGHOUT. THE REQUIREMENT FOR A FIRE SEPARATION IS PERMITTED TO BE WAIVED IF THE DISTANCE FROM ANY POINT IN THE FLOOR AREA TO AN EXIT DOES NOT EXCEED THE TRAVEL DISTANCE  PERMITTED BY ARTICLE 3.4.2.5. 3.3.2.13 A LIBRARY BOOK STORAGE ROOM THAT IS NOT NORMALLY A LIBRARY BOOK STORAGE ROOM THAT IS NOT NORMALLY ACCESSIBLE TO THE PUBLIC SHALL BE SEPARATED FROM THE REMAINDER OF THE BUILDING BY A FIRE SEPARATION WITH A FIRE-RESISTANCE RATING NOT LESS THAN 2-HOURS IF IT IS MORE THAN 250 SQM IN AREA, CONTAINS BOOK STACKS MORE THAN 10m HIGH OR PENETRATE MORE THAN ONE FLOOR  ASSEMBLY. THE FIRE SEPARATION IS NOT REQUIRED IF THE BOOK STORAGE ROOM IS SPRINKLERED. 3.3.2.17 GLAZING IN ALL FIXED AND OPERABLE PANELS OF DOORS &  GLAZING IN ALL FIXED AND OPERABLE PANELS OF DOORS &  WINDOWS SHALL CONFORM TO CLASS A OF CAN/CGSB-12.1, SAFETY GLAZING. GLAZING IN DOORS NEED NOT COMPLY WHERE THE BOTTOM  EXPOSED EDGE IS LOCATED MORE THAN 1525mm ABOVE THE WALKING SURFACE EACH SIDE, OR THE GLAZED OPENING DOES NOT PERMIT THE PASSAGE OF A SPHERE WHOSE DIAMETER IS MORE THAN 75mm. GLAZING IN WINDOWS NEED NOT COMPLY WHERE THE BOTTOM EXPOSED EDGE IS LOCATED MORE THAN 1525mm ABOVE THE WALKING SURFACE EACH SIDE, OR THE GLAZING IS LOCATED  MORE THAN 915mm AWAY FROM THE WALKING SURFACE ON  EACH SIDE OF THE WINDOW. 3.4 - EXITS  3.4.2.1 EVERY FLOOR AREA INTENDED FOR OCCUPANCY SHALL BE  EVERY FLOOR AREA INTENDED FOR OCCUPANCY SHALL BE  SERVED BY AT LEAST 2 EXITS. 3.4.2.5 TRAVEL DISTANCE TO AT LEAST ONE EXIT SHALL BE NOT MORE TRAVEL DISTANCE TO AT LEAST ONE EXIT SHALL BE NOT MORE THAN 45m IN A FLOOR AREA THAT CONTAINS AN OCCUPANCY OTHER THAN HIGH-HAZARD INDUSTRIAL, PROVIDED IT IS  SPRINKLERED THROUGHOUT. 3.4.3.2 WIDTH OF EXITS SERVING FLOOR AREAS INTENDED FOR  WIDTH OF EXITS SERVING FLOOR AREAS INTENDED FOR  ASSEMBLY OCCUPANCIES SHALL BE DETERMINED BY   MULTIPLYING THE OCCUPANT LOAD BY: 6.1mm PER PERSON FOR RAMPS NOT MORE THAN 1:8,  DOORWAYS, CORRIDORS AND PASSAGEWAYS. 8mm PER PERSON FOR A STAIR CONSISTING OF STEPS  WITH A RISE NOT MORE THAN 180mm AND A RUN NOT  LESS THAN 280mm. 9.2mm PER PERSON FOR RAMPS WITH A SLOPE GREATER   THAN 1:8 OR NON-CONFORMING STAIRS. IF MORE THAN ONE EXIT IS REQUIRED, EVERY EXIT SHALL BE CONSIDERED AS CONTRIBUTING NOT MORE THAN ONE HALF OF THE REQUIRED EXIT WIDTH. 3.4.3.2A  MINIMUM WIDTH OF EXITS IN AN ASSEMBLY OCCUPANCY MINIMUM WIDTH OF EXITS IN AN ASSEMBLY OCCUPANCY SHALL BE 1100mm FOR EXIT CORRIDORS, PASSAGEWAYS,  RAMPS, AND STAIRS SERVICING MORE THAN 2 STOREYS;  850mm FOR DOORWAYS. 3.4.3.4 EVERY EXIT SHALL HAVE A CLEAR HEIGHT OF NOT LESS THAN  EVERY EXIT SHALL HAVE A CLEAR HEIGHT OF NOT LESS THAN  2050mm; THE HEADROOM CLEARANCE FOR DOORWAYS SHALL BE NOT LESS THAN 2030mm, AND NO DOOR CLOSER OR  DEVICE SHALL BE INSTALLED SO AS TO REDUCE THE   HEADROOM CLEARANCE OF A DOORWAY TO LESS THAN   1980mm. 3.4.4.1 EVERY EXIT SHALL BE SEPARATED FROM THE REMAINDER OF  EVERY EXIT SHALL BE SEPARATED FROM THE REMAINDER OF  THE BUILDING BY A FIRE SEPARATION HAVING A FIRE-   RESISTANCE RATING NOT LESS THAN THAT REQUIRED BY  SUBSECTION 3.2.2 BUT NOT LESS THAN 45-MINUTES. 3.5 - VERTICAL TRANSPORTATION 3.5.3.1 AN ELEVATOR HOISTWAY SHALL BE SEPARATED FROM ALL  AN ELEVATOR HOISTWAY SHALL BE SEPARATED FROM ALL  OTHER PORTIONS OF EACH ADJACENT STOREY BY A FIRE  SEPARATION HAVING A FIRE-RESISTANCE RATING NOT LESS  THAN 2-HOURS WHERE THE FIRE-RESISTANCE RATING OF THE FLOOR ASSEMBLY IS 2-HOURS. 3.5.3.3 AN ELEVATOR MACHINE ROOM SHALL BE SEPARATED FROM ALL  AN ELEVATOR MACHINE ROOM SHALL BE SEPARATED FROM ALL  OTHER PARTS OF THE BUILDING BY A FIRE SEPARATION HAVING A FIRE-RESISTANCE RATING NOT LESS THAN THAT REQUIRED  FOR THE ELEVATOR HOISTWAY. 3.6 - SERVICE FACILITIES 3.6.2.1 FUEL-FIRED APPLIANCES SHALL BE INSTALLED IN SERVICE  FUEL-FIRED APPLIANCES SHALL BE INSTALLED IN SERVICE  ROOMS SEPARATED FROM THE REMAINDER OF THE BUILDING BY A FIRE SEPARATION HAVING A FIRE-RESISTANCE RATING NOT  LESS THAN 1-HOUR. 3.7 - HEALTH REQUIREMENTS OCCUPANT LOAD OF THE FACILITY DURING REGULAR OPERATION IS 36 PEOPLE, BASED ON A PROJECTED COUNT OF UP TO 24 FULL TIME STAFF AND 12 VISITING PUBLIC. WHEN THE MULTIPURPOSE ROOM IS IN USE, THE OCCUPANT LOAD WOULD BE AN ADDITIONAL 100 PEOPLE FOR A TOTAL OF 136 PEOPLE. OCCUPANT LOAD OF 136 PEOPLE / 2 = 68 FEMALE+68 MALE:  3 FEMALE+2 MALE WATER CLOSETS ARE REQUIRED. A TOTAL OF 4 FEMALE+2 MALE+2 UNIVERSAL ARE PROVIDED: 2 FEMALE + 1 MALE + 1 UNIVERSAL ARE PROVIDED ON THE MAIN FLOOR. 1 FEMALE + 1 UNIVERSAL ARE PROVIDED ON THE SECOND FLOOR. 1 FEMALE + 1 MALE WASHROOM ARE PROVIDED ON THE BASEMENT LEVEL. 3.8 - ACCESSIBILITY 3.8.2.2 ALL PEDESTRIAN ENTRANCES TO A BARRIER-FREE STOREY  ALL PEDESTRIAN ENTRANCES TO A BARRIER-FREE STOREY  SHALL BE BARRIER-FREE AND SHALL CONNECT TO A   BARRIER-FREE EXTERIOR PATH OF TRAVEL. 3.8.2.7 DOORS EQUIPPED WITH A SELF-CLOSING DEVICE SHALL BE  DOORS EQUIPPED WITH A SELF-CLOSING DEVICE SHALL BE  EQUIPPED WITH POWER DOOR OPERATORS WHERE DOORS ARE LOCATED IN AN ENTRANCE PER 3.8.22 AND IN AN ENTRANCE TO A WASHROOM WITH A BARRIER-FREE WATER CLOSET. 3.8.2.8 AT LEAST ONE UNIVERSAL WASHROOM IN COMPLIANCE WITH  AT LEAST ONE UNIVERSAL WASHROOM IN COMPLIANCE WITH  SUBSECTION 3.8.3 SHALL BE PROVIDED IN A STOREY WITH A BARRIER-FREE PATH OF TRAVEL. 3.8.3.2 THE CLEAR WIDTH OF A BARRIER-FREE PATH OF TRAVEL SHALL THE CLEAR WIDTH OF A BARRIER-FREE PATH OF TRAVEL SHALL BE NOT LESS THAN 1000mm. 3.8.3.6 EVERY DOORWAY LOCATED IN A BARRIER-FREE PATH OF  EVERY DOORWAY LOCATED IN A BARRIER-FREE PATH OF  TRAVEL SHALL HAVE A CLEAR WIDTH NOT LESS THAN 850mm WHEN THE DOOR IS IN THE OPEN POSITION. 
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FLOOR TYPE 'F1a', 2-HR FIRE-RESISTANCE RATING, BASED ON ULC No. L511 FLOOR FINISH AS SPECIFIED 1/4" G1S PLYWOOD UNDERLAYMENT 2-LAYERS 3/4" PLYWOOD SUBFLOOR EXIST 2x16 WOOD JOISTS @ 16" O.C.,    REFER TO STRUCT FOR REINFORCING R14 MINERAL WOOL ACOUSTIC BATT    INSULATION BTWN JOISTS EXIST 1x4 WOOD BOARDS, LOOSE LAID   BETWEEN JOISTS ON 1x2 WOOD FURRING   STRIPS STEEL BEAM & COLUMN REINFORCING,   TIED INTO EXIST FRAMING, REFER   TO STRUCTURAL 3-5/8" METAL STUD FURRING @ 24"    O.C., PERPENDICULAR TO JOISTS 2-LAYERS 5/8" GYPSUM WALLBOARD   TYPE X, PAINT FINISH
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THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH LEAD
PAINT & BUILDING MATERIALS CONTAINING ASBESTOS. WHERE
REQUIRED BY THE SCOPE OF DEMOLITION, LEAD PAINT & ASBESTOS
CONTAINING MATERIALS SHALL BE REMOVED USING APPROVED
ABATEMENT PROCEDURES ONLY; REFER TO DIVISION 2 OF THE
SPECIFICATIONS FOR DETAILS ON ABATEMENT PROCEDURES
INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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141 ST. ANNE'S ROAD, WINNIPEG, MANITOBA   R2M 2Z3
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CITY ARCHIVES BUILDING 
REDEVELOPMENT
380 WILLIAM AVENUE - WINNIPEG, MANITOBA

2624

A2.2

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH LEAD
PAINT & BUILDING MATERIALS CONTAINING ASBESTOS. WHERE
REQUIRED BY THE SCOPE OF DEMOLITION, LEAD PAINT & ASBESTOS
CONTAINING MATERIALS SHALL BE REMOVED USING APPROVED
ABATEMENT PROCEDURES ONLY; REFER TO DIVISION 2 OF THE
SPECIFICATIONS FOR DETAILS ON ABATEMENT PROCEDURES
INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.

ISSUED FOR CONSTRUCTION
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A2.3

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH LEAD
PAINT & BUILDING MATERIALS CONTAINING ASBESTOS. WHERE
REQUIRED BY THE SCOPE OF DEMOLITION, LEAD PAINT & ASBESTOS
CONTAINING MATERIALS SHALL BE REMOVED USING APPROVED
ABATEMENT PROCEDURES ONLY; REFER TO DIVISION 2 OF THE
SPECIFICATIONS FOR DETAILS ON ABATEMENT PROCEDURES
INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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A6.1

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH
BUILDING MATERIALS CONTAINING ASBESTOS. WHERE REQUIRED BY
THE SCOPE OF DEMOLITION, ASBESTOS CONTAINING MATERIALS
SHALL BE REMOVED USING APPROVED ABATEMENT PROCEDURES
ONLY; REFER TO DIVISION 2 OF THE SPECIFICATIONS FOR DETAILS ON
ABATEMENT PROCEDURES INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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A6.2

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH
BUILDING MATERIALS CONTAINING ASBESTOS. WHERE REQUIRED BY
THE SCOPE OF DEMOLITION, ASBESTOS CONTAINING MATERIALS
SHALL BE REMOVED USING APPROVED ABATEMENT PROCEDURES
ONLY; REFER TO DIVISION 2 OF THE SPECIFICATIONS FOR DETAILS ON
ABATEMENT PROCEDURES INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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A6.3

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH
BUILDING MATERIALS CONTAINING ASBESTOS. WHERE REQUIRED BY
THE SCOPE OF DEMOLITION, ASBESTOS CONTAINING MATERIALS
SHALL BE REMOVED USING APPROVED ABATEMENT PROCEDURES
ONLY; REFER TO DIVISION 2 OF THE SPECIFICATIONS FOR DETAILS ON
ABATEMENT PROCEDURES INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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380 WILLIAM AVENUE - WINNIPEG, MANITOBA
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A6.4

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH LEAD
PAINT & BUILDING MATERIALS CONTAINING ASBESTOS. WHERE
REQUIRED BY THE SCOPE OF DEMOLITION, LEAD PAINT & ASBESTOS
CONTAINING MATERIALS SHALL BE REMOVED USING APPROVED
ABATEMENT PROCEDURES ONLY; REFER TO DIVISION 2 OF THE
SPECIFICATIONS FOR DETAILS ON ABATEMENT PROCEDURES
INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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A6.5

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH LEAD
PAINT & BUILDING MATERIALS CONTAINING ASBESTOS. WHERE
REQUIRED BY THE SCOPE OF DEMOLITION, LEAD PAINT & ASBESTOS
CONTAINING MATERIALS SHALL BE REMOVED USING APPROVED
ABATEMENT PROCEDURES ONLY; REFER TO DIVISION 2 OF THE
SPECIFICATIONS FOR DETAILS ON ABATEMENT PROCEDURES
INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.

ISSUED FOR CONSTRUCTION

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
1/8"=1'-0"

AutoCAD SHX Text
1/8"=1'-0"

AutoCAD SHX Text
15'-0 1/4"±

AutoCAD SHX Text
15'-6"±

AutoCAD SHX Text
89'-5"±

AutoCAD SHX Text
16'-8"

AutoCAD SHX Text
25'-10 1/2"

AutoCAD SHX Text
25'-10 1/2"

AutoCAD SHX Text
16'-8"

AutoCAD SHX Text
±85'-1"

AutoCAD SHX Text
52'-3"±

AutoCAD SHX Text
17'-7"±

AutoCAD SHX Text
34'-8"±

AutoCAD SHX Text
30'-7"±

AutoCAD SHX Text
30'-7"±

AutoCAD SHX Text
61'-2"±

AutoCAD SHX Text
15'-0 1/4"±

AutoCAD SHX Text
15'-6"±

AutoCAD SHX Text
16'-8"

AutoCAD SHX Text
25'-10 1/2"

AutoCAD SHX Text
25'-10 1/2"

AutoCAD SHX Text
52'-3"±

AutoCAD SHX Text
17'-7"±

AutoCAD SHX Text
34'-8"±

AutoCAD SHX Text
1. DRAWINGS MUST NOT BE SCALED. DRAWINGS MUST NOT BE SCALED. 2. ALL DIMENSIONS ARE IN FEET & INCHES UNLESS NOTED OTHERWISE. ALL DIMENSIONS ARE IN FEET & INCHES UNLESS NOTED OTHERWISE. 3. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS, DATUMS, AND THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS, DATUMS, AND LEVELS PRIOR TO THE COMMENCEMENT OF THE WORK. ALL ERRORS AND OMISSIONS SHALL BE REPORTED TO THE CONTRACT ADMINISTRATOR IMMEDIATELY. 4. VARIATIONS AND MODIFICATIONS TO THE WORK SHOWN ON THESE VARIATIONS AND MODIFICATIONS TO THE WORK SHOWN ON THESE DRAWINGS SHALL NOT BE CARRIED OUT WITHOUT WRITTEN PERMISSION FROM THE CONTRACT ADMINISTRATOR. 5. ALL DIMENSIONS ARE TO FACE OF EXISTING PLASTER, GYPSUM ALL DIMENSIONS ARE TO FACE OF EXISTING PLASTER, GYPSUM WALLBOARD, MASONRY OR FACE OF CONCRETE UNLESS NOTED OTHERWISE. 6. DRAWINGS AND SPECIFICATIONS ARE PROPERTY OF MCM ARCHITECTS DRAWINGS AND SPECIFICATIONS ARE PROPERTY OF MCM ARCHITECTS INC. ANY REPRODUCTIONS OF THE DRAWINGS OR SPECIFICATIONS SHALL BE MADE ONLY AFTER WRITTEN AUTHORIZATION AND SHALL REMAIN PROPERTY OF MCM ARCHITECTS INC. 7. THE CONTRACTOR SHALL VERIFY THE LOCATION OF ALL SITE THE CONTRACTOR SHALL VERIFY THE LOCATION OF ALL SITE SERVICES WITH THEIR RESPECTIVE UTILITY COMPANIES PRIOR TO COMMENCEMENT OF WORK AND CO-ORDINATE WITH MECHANICAL & ELECTRICAL SUBCONTRACTORS FOR REQUIRED TIE-INS. 8. PATCH AND MAKE GOOD ALL NEW & EXISTING SURFACES AFFECTED PATCH AND MAKE GOOD ALL NEW & EXISTING SURFACES AFFECTED BY DEMOLITION PRIOR TO PAINTING TO ENSURE A SMOOTH FINISH. REFER TO ROOM FINISH SCHEDULE. 9. MEZZANINE FLOOR ASSEMBLIES ARE FIRE SEPARATIONS WITH A 1- MEZZANINE FLOOR ASSEMBLIES ARE FIRE SEPARATIONS WITH A 1- HOUR FIRE-RESISTANCE RATING; FIRE-STOP ALL PENETRATIONS,  PROVIDE FIRE DAMPERS AS REQ'D; REFER TO SPECS, COORD W/  MECHANICAL & ELECTRICAL. 10. EXISTING FLOOR ASSEMBLIES ARE FIRE SEPARATIONS WITH A 2- EXISTING FLOOR ASSEMBLIES ARE FIRE SEPARATIONS WITH A 2- HOUR FIRE-RESISTANCE RATING; FIRE-STOP ALL PENETRATIONS, PROVIDE FIRE DAMPERS AS REQ'D; REFER TO SPECS, COORD W/ MECHANICAL & ELECTRICAL. 11. THE CONTRACTOR SHALL VERIFY THE LOCATION OF ALL NEW & THE CONTRACTOR SHALL VERIFY THE LOCATION OF ALL NEW & EXISTING FIRE SEPARATIONS AND PROVIDE FIRE-STOPPING AND/OR FIRE DAMPERS AS REQ'D; REFER TO SPECS, COORD W/ MECHANICAL & ELECTRICAL.

AutoCAD SHX Text
%%p17'-4"

AutoCAD SHX Text
EXIST. PLAS.

AutoCAD SHX Text
%%p12'-9"

AutoCAD SHX Text
ACT-1 @

AutoCAD SHX Text
%%p12'-9"

AutoCAD SHX Text
ACT-1 @

AutoCAD SHX Text
%%p7'-0"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p12'-9"

AutoCAD SHX Text
ACT-1 @

AutoCAD SHX Text
9'-0"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
8'-0"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p8'-4"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p17'-2"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p7'-10"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p7'-0"

AutoCAD SHX Text
GWB B/H  @

AutoCAD SHX Text
%%p8'-4"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p8'-4"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p14'-6"

AutoCAD SHX Text
PLAS B/H @

AutoCAD SHX Text
EXIST

AutoCAD SHX Text
%%p14'-6"

AutoCAD SHX Text
PLAS B/H @

AutoCAD SHX Text
EXIST

AutoCAD SHX Text
%%p14'-6"

AutoCAD SHX Text
PLAS B/H @

AutoCAD SHX Text
EXIST

AutoCAD SHX Text
%%p17'-2"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p17'-2"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p17'-2"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p17'-2"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p7'-10"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p8'-4"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
10'-0"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p17'-2"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
%%p7'-10"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
MULTI-PURPOSE  103

AutoCAD SHX Text
CLOAK ROOM 104

AutoCAD SHX Text
BREAK-OUT  SPACE 111

AutoCAD SHX Text
KITCHEN 112

AutoCAD SHX Text
STAIR S03

AutoCAD SHX Text
UNIV  WASHRM 113

AutoCAD SHX Text
FEM WC 114

AutoCAD SHX Text
VAULT L1 115

AutoCAD SHX Text
AIRLOCK L1 116

AutoCAD SHX Text
STAIR S02

AutoCAD SHX Text
CORR 118

AutoCAD SHX Text
LIFT E02

AutoCAD SHX Text
RETRIEVAL 117

AutoCAD SHX Text
RESEARCH AREA 106

AutoCAD SHX Text
RECEPTION 105

AutoCAD SHX Text
MAIN STAIR S01

AutoCAD SHX Text
FEMALE  WC 101

AutoCAD SHX Text
VEST 100

AutoCAD SHX Text
MALE  WC 102

AutoCAD SHX Text
STAIR  S02

AutoCAD SHX Text
VAULT L2 121

AutoCAD SHX Text
EXIST  ELEV E01

AutoCAD SHX Text
STAIR S04

AutoCAD SHX Text
STAIR S04

AutoCAD SHX Text
LIFT MECH 119

AutoCAD SHX Text
AIRLOCK L2 120

AutoCAD SHX Text
NEW FIRE-RATED GYPSUM BOARD CEILING INSTALLED WITHIN BOUNDARY OF EXIST PLASTER CEILING MOULDINGS TO REMAIN, PAINT FINISH; REFER TO CONST TYPES SCHEDULE, COORD W/ MECHANICAL & ELECTRICAL. EXIST CEMENT PLASTER BEAM & PERIMETER CEILING MOULDINGS TO REMAIN, PROTECT FROM DAMAGE DURING DEMOLITION & RENOVATIONS; PATCH & MAKE GOOD PLASTER MOULDINGS WHERE REQUIRED, PAINT FINISH. EXIST CEMENT PLASTER CEILING & PERIMETER MOULDINGS TO REMAIN, PROTECT FROM DAMAGE DURING DEMOLITION & RENOVATIONS; PATCH & MAKE GOOD PLASTER CEILING & MOULDINGS AS REQUIRED, PAINT FINISH; INSTALL NEW LIGHTING, COORD W/ ELECTRICAL. NEW FIRE-RATED DUCT/PIPING SHAFT; REFER TO CONST TYPES SCHEDULE, COORD W/ STRUCTURAL & MECHANICAL. NEW FIRE-RATED GYPSUM BOARD CEILING INSTALLED TO U/S OF EXIST STEEL FRAMED FLOOR ASSEMBLY, PAINT FINISH; REFER TO CONST TYPES SCHEDULE, COORD W/ STRUCTURAL. PROVIDE FIRE-RATED GYPSUM BOARD CLADDING TO NEW & EXIST STEEL BEAM FLOOR FRAMING, PAINT FINISH; COORD W/ STRUCTURAL. INSTALL FIRE-RATED GYPSUM BOARD CEILING TO U/S OF EXIST WOOD JOIST FLOOR/CEILING ASSEMBLY LOCATED ABOVE NEW ACT/GWB CEILING BELOW; REFER TO CONST TYPES SCHEDULE, COORD W/ STRUCTURAL, MECHANICAL & ELECTRICAL. EXIST STEEL FRAME ACCESS STAIR, EPOXY PAINT FINISH STEEL STRINGERS, RISERS & TREADS; REFER TO STAIR PLANS & DETAILS. NEW STEEL FRAME EXIT STAIR, EPOXY PAINT FINISH STEEL STRINGERS, RISERS & TREADS; REFER TO STAIR PLANS & DETAILS. EXIST PASSENGER ELEVATOR; REFER TO SPECS FOR ACCESSIBILITY UPGRADES, COORD W/ ELECTRICAL. REPAIR & RESTORE PLASTER CEILING MOULDINGS WHERE REMOVED TO FACILITATE FLUSH FRAMING OF STEEL REINFORCING INTO FLOOR ASSEMBLY ABOVE, PAINT FINISH; COORD W/ STRUCTURAL. NEW FIRE-RATED GYPSUM BOARD CEILING INSTALLED TO U/S OF EXIST WOOD JOIST FLOOR ASSEMBLY, PAINT FINISH; REFER TO CONST TYPES SCHEDULE, COORD W/ STRUCTURAL.

AutoCAD SHX Text
NEW 2-STOP MATERIALS LIFT C/W 2-HOUR FIRE-RATED GWB & STEEL STUD SHAFT FROM BASEMENT LEVEL TO U/S OF FIRE-RATED SECOND FLOOR ASSEMBLY ABOVE; REFER TO SECTIONS & DETAILS, COORD W/ STRUCTURAL. 2-HR FIRE-RATED DUCT SHAFT EXTENDING FROM MAIN FLOOR LEVEL TO EXIST ATTIC ABOVE C/W WOOD BASE & WAINSCOTT EACH FLOOR TO MIMIC EXIST COLUMNS; EXHAUST DUCT RISER FROM CEILING SPACE ABOVE MEETING 107 TO ROOFTOP EXHAUST FAN VIA ATTIC; REFER TO SPECS, COORD W/ STRUCTURAL & MECHANICAL. EXTERIOR WINDOW LIGHT WELL: GYPSUM WALLBOARD ON STEEL STUD FRAMING, PAINT FINISH; REFER TO SECTIONS & DETAILS. EXIST CIRCULAR VENTILATION GRILLE INTO ATTIC TO REMAIN; STRIP EXIST PAINT & RE-FINISH, REFER TO COLOUR SCHEDULE. GLAZED OFFICE PARTITION WALL C/W ANODIZED ALUM FRAME, SWING DOOR & HARDWARE; REFER TO SPECIFICATIONS & DETAILS, COORD W/ STRUCTURAL. S/A CEILING GRILLE FROM DUCT MAIN ATTIC ABOVE; PROVIDE VERT SHAFT C/W FIRE DAMPER THRU FIRE-RATED CEILING ASSEMBLY, REFER TO DTL 8/A5.7; COORD W/ MECHANICAL & ELECTRICAL. 

AutoCAD SHX Text
%%p14'-6"

AutoCAD SHX Text
PLAS B/H @

AutoCAD SHX Text
EXIST

AutoCAD SHX Text
EX

AutoCAD SHX Text
EX

AutoCAD SHX Text
EX

AutoCAD SHX Text
EX

AutoCAD SHX Text
EXIST  ELEV E01

AutoCAD SHX Text
%%p7'-10"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
%%p7'-10"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
LINEAR LIGHT FIXTURE, RECESSED IN CEILING LINEAR LIGHT FIXTURE, SURFACE MOUNTED LINEAR LIGHT FIXTURE, WALL MOUNTED LINEAR LIGHT FIXTURE, SUSPENDED  CIRCULAR LIGHT FIXTURE, SUSPENDED CIRCULAR LIGHT FIXTURE, SURFACE MOUNTED POT LIGHT FIXTURE, RECESSED IN CEILING SUPPLY AIR DIFFUSER RETURN AIR GRILLE EXHAUST AIR GRILLE CEILING FINISH & HEIGHT ABOVE FINISH  FLOOR; REFER TO ROOM FINISH SCHEDULE

AutoCAD SHX Text
%%p8'-4"

AutoCAD SHX Text
GWB @

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
FIRE SEPARATION 2-HOUR FIRE-RESISTANCE RATING FIRE SEPARATION 1-HOUR FIRE-RESISTANCE RATING

AutoCAD SHX Text
R

AutoCAD SHX Text
GYPSUM WALLBOARD CEILING/BULKHEAD,  PAINT FINISH LAY-IN ACOUSTIC TILE CEILING & GRID

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
PLASTER @

AutoCAD SHX Text
EXIST

AutoCAD SHX Text
%%p9'-4"

AutoCAD SHX Text
ACT-1 @

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
%%p9'-4"

AutoCAD SHX Text
ACT-1 @

AutoCAD SHX Text
14'-1 1/2"

AutoCAD SHX Text
1'-1 3/16"

AutoCAD SHX Text
1'-1 3/16"

AutoCAD SHX Text
14'-9 1/8"

AutoCAD SHX Text
10'-0"

AutoCAD SHX Text
ACT-2 @

AutoCAD SHX Text
ME\DCL

AutoCAD SHX Text
DH

AutoCAD SHX Text
31 JAN 2025



REFLECTED CEILING PLAN1
A6.6

SECOND FLOOR LEVEL
REFLECTED CEILING PLAN2

A6.6

SECOND FLOOR MEZZANINE

4

5

D E

ECB G H

3

1

A F J

2

D E

ECB G

3

1

F

2

GENERAL NOTES                     

CEILING PLAN LEGEND            
REFLECTED

REFLECTED CEILING RENOVATION NOTES                                                 
MAIN & SECOND FLOOR

sheet no.

project

approved by

drawn by

date

seal

141 ST. ANNE'S ROAD, WINNIPEG, MANITOBA   R2M 2Z3
260 - 8th STREET, BRANDON, MANITOBA   R7A 3X3

CITY ARCHIVES BUILDING 
REDEVELOPMENT
380 WILLIAM AVENUE - WINNIPEG, MANITOBA

2624

A6.6

THE EXISTING BUILDING HAS BEEN CONSTRUCTED IN PART WITH LEAD
PAINT & BUILDING MATERIALS CONTAINING ASBESTOS. WHERE
REQUIRED BY THE SCOPE OF DEMOLITION, LEAD PAINT & ASBESTOS
CONTAINING MATERIALS SHALL BE REMOVED USING APPROVED
ABATEMENT PROCEDURES ONLY; REFER TO DIVISION 2 OF THE
SPECIFICATIONS FOR DETAILS ON ABATEMENT PROCEDURES
INCLUDING INSPECTIONS & TESTING.

REFER TO 'HAZARDOUS MATERIAL GAP ANALYSIS REPORT' PREPARED
BY TESSERACT ENVIRONMENTAL CONSULTING, DATED 03 NOV 2023
FOR ADDITIONAL DETAILS.
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